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LEGEND:
/77 SPACESIROOMS WHERE NO WORK IS REQUIRED

GENERAL NOTES:

1. REMOVE EXISTING CARPET AND VINYL WALL BASE THROUGHOUT, UNLESS NOTED
OTHERWISE. THERE IS ASBESTOS TILE PRESENT UNDER THE EXISTING CARPET
THAT WILL NEED TO BE REMOVED. IT IS LOCATED IN ALL AREAS OF THIS FLOOR
EXCEPT ROOMS 310 AND 316. THE CLOSETS THAT ARE LOCATED WITHIN THE
OFFICE SPACES ALSO DO NOT CONTAIN ASBESTOS FLOOR TILE. THESE SPACES
ARE NOTED 'CLOSET' ON THE FLOOR PLAN.

& T DEMOLITION KEYNOTES ( :

_
307 _ EXISTING VINYL WALL COVERING AND ADHESIVE TO BE REMOVED.
- | REPAIR/PREPARE WALL FOR PAINT. PAINTING OF WALL N.I.C.
REMOVE EXISTING WATER COOLER AND CAP WATER LINE BEHIND WALL FINISH.
REMOVE EXISTING WALL TILE ON ALL (3) WALLS WITHIN ALCOVE UP TO 7-2" AFF.F.
(CEILING HGT.). PATCH HOLES IN WALL AND PREPARE WALLS FOR NEW PAINT
FINISH. PAINTING OF WALLS N.I.C.

REMOVE EXISTING SINK AND CAP WATER LINE BEHIND WALL FINISH. REMOVE
EXISTING WALL TILE ON ALL (3) WALLS WITHIN ALCOVE UP TO 7'-2" A.F.F. (CEILING
HGT.). PATCH HOLES IN WALL AND PREPARE WALLS FOR NEW PAINT FINISH.
PAINTING OF WALLS N.I.C.

REMOVE EXISTING WALL TILE WITHIN ALCOVE UP TO 7'-2" A.F.F. (CEILING HGT.).
PREPARE WALLS FOR NEW PAINT FINISH. PAINTING OF WALLS N.I.C.

EXISTING VCT FLOOR TILE TO REMAIN. REMOVE EXISTING VINYL WALL BASE.

REMOVE EXISTING ACCESS DOOR TO LAUNDRY CHUTE AND PATCH WALL TO
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MATCH ADJACENT WALL FINISH.
& EXISTING STUD WALLS AND DOORS TO BE REMOVED. PATCH/REPAIR ADJACENT
306 - 307E WALL SURFACES TO REMAIN FOR NEW PAINT FINISH. PAINTING OF WALLS N.I.C.
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LEGEND:
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EXISTING 2x4 ACOUSTICAL CEILING TILE AND GRID TO BE REMOVED

EXISTING 2x2 ACOUSTICAL CEILING TILE AND GRID TO REMAIN

EXISTING PLASTER CEILING TO REMAIN

GENERAL NOTES:

1. REMOVE EXISTING 2x4 ACOUSTICAL CEILING TILE AND GRID. SEE LEGEND.
EXISTING CEILING HEIGHT WITHIN CORRIDORS = 7-11" A.F.F.
[ _ EXISTING CEILING HEIGHT WITHIN ADJACENT ROOMS =8'-0" A.F.F.
2. REFER TO ELECTRICAL PLAN AND SPECIFICATIONS FOR ELECTRICAL DEMOLITION
_._I_ _l_._ REQUIREMENTS.
3. CONTRACTOR TO BECOME FAMILIAR WITH EXISTING CONDITIONS ABOVE CEILING
PRIOR TO STARTING WORK.

307

DEMOLITION KEYNOTES [

, | | L]
— | L B [ E— @ REMOVE EXISTING CURTAIN TRACK & RE-INSTALL AT THE CONCLUSION OF WORK.
| 7 [ 7 , | EXISTING CEILING HEIGHT WITHIN ADJACENT ROOMS = 8'-0" A.F.F.
| _ |

SEE ALTERNATE NO. 1

@ REMOVE EXISTING CURTAIN TRACK. PATCH EXISTING PLASTER CEILING AS REQ.
- — + - . SEE ALTERNATE NO. 1
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LEGEND:

NEW 48"H CORNER GUARD, SEE SCHEDULE FOR FINISHES.
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§ ROOMS/SPACES WHERE NO WORK IS REQUIRED.

GENERAL NOTES:
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1. THE NEW VINYL SHEET FLOORING TO BE INSTALLED WITHIN THE OFFICE SPACES
ARE NOT TO EXTEND INTO THE ADJACENT CLOSET SPACES.
2. SEE SCHEDULE FOR FINISHES WITHIN SPECIFICATIONS FOR NEW FINISHES TO BE

PROVIDED.

KEYNOTES ( :

@ EXISTING CORNER GUARD TO REMAIN.

@ REPAIR/PATCH EXISTING PLASTER WALLS AS NEEDED WITHIN ENTIRE ROOM.
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one eighth inch = one foot
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LEGEND:
2x2 ACOUSTICAL CEILING TILE AND GRID, SEE SPEC.
EXISTING PLASTER CEILING
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3 4 5 . .
. DEMOLITION NOTES: KEYNOTES  ):
L /4 14 , FW 1. REMOVE AND RE-INSTALL EXISTING RESTROOM ACCESSORIES (MIRROR, 1 LW @ PATCH WALL & FLOOR AS REQUIRED TO PREPARE AREA FOR NEW WALL & FLOOR
= oy NT R —— 4 DISPENSERS AND GRAB BARS) UNLESS OTHERWISE NOTED. SEE INTERIOR il FINISH.
@ | | | N é ELEVATIONS FOR MOUNTING HEIGHTS. L) L
e R | 2. REMOVE & RE-INSTALL EXISTING VERTICAL WINDOW BLINDS AT THE CONCLUSION il @ AREA TO RECEIVE NEW RESIN FLOORING.
————— A OF WORK. @ »
e | 3. PREPARE EXISTING TILE FLOOR FOR NEW RESIN FLOORING, SEE SPEC. c
| | 4. REMOVE EXISTING TILE WAINSCOT IN ITS ENTIRETY. PREPARE WALL FOR NEW
= @\J TILE AND PAINT. SEE INTERIOR ELEVATIONS. = b IN
5.  REMOVE & RE-INSTALL EXISTING TOILET AND URINAL FIXTURES. B D
W 6. REMOVE & RE-INSTALL EXISTING SINKS. e
7 7
N .
N | DEMOLITION KEYNOTES ( : A |
N
F : | @ REMOVE & RE-PAINT EXISTING TOILET PARTITIONS. RE-INSTALL IN EXISTING LOCATION. |
| — . MAINTAIN CONDUIT AND CALL BOXES THAT ARE LOCATED ON THE PARTITIONS AND ADJACENT
I D h
i WALLS. NOTE: TOILET PARTITIONS ARE FLOOR MOUNTED & OVERHEAD BRACED. S N
W @ REMOVE EXISTING RADIATOR. PAINT AND RE-INSTALL IN EXISTING LOCATION.
| @ CAP EXISTING ELEC. OUTLET, SEE ELEC. DEMO PLAN.
o
- ° REMOVE EXISTING GRAB BAR. DO NOT RE-INSTALL. o
@ REMOVE EXISTING BATHTUB AND GRAB BARS. CAP WATER LINE BELOW FLOOR LEVEL.
"\ DEMOLITION PLAN - MENS RESTROOM #310 (ov REMOVE EXSTIG WALL PATCH WALLAND CELNG AS REGUIRED "\ FLOOR PLAN - MENS RESTROOM #310
1/4" = 1'-0" 1/4" = 1'-0"
@ REMOVE EXISTING CURTAIN TRACK @ CEILING. PATCH EXISTING PLASTER AS REQ.
° REMOVE EXISTING STAINLESS STL. SHELF.
RE-INSTALL EXISTING
VERTICAL BLINDS
RE-INSTALL EXISTING P2 (CEILING), SEE ] :
[ P5, SEE FINISH P2 (CEILING), SEE EXISTING VANITY LIGHT DAPER TOWEL DISP. P2 (CEILING), SEE. P2 (CEILING), SEE
SCHEDULE O FINISH SCHEDULE //_H_ Vi Vi FINISH SCHEDULE
P TO REMAIN — SOAP DISPENSER o P5, SEE FINISH
RE-INSTALL RE-INSTALL Y, EXISTING FIRE o P5. SEE FINISH po SEE PN
) EXISTING TOILET EXISTING y, ALARM TO REMAIN M NSTALL EXISTING ] —— SCHEDULE
PARTITIONS CURTAIN & / [ P5, SEE FINISH HIRROR(S I ] i i
] EXISTING CONDUIT & TRACK \\ SCHEDULE ) 7 T T . CERAMIC TILE in
RE-INSTALL (] (] = | CALL BOXES TO REMAIN y; SOAP DISPENSER | T | | CHAIR RAIL SOLID POLYMER
EXISTING URINAL CERAMIC TILE ——— [ — CERAMIC TILE
CERAMIC CHAIR / = u H i , , WINDOW SILL
L CHAIR RAIL, SEE _ o CHAIR RAIL, SEE
, = RAIL, SEE SPEC. - SPEC. RE-INSTALL /LIT R —L | i (SEE SPEC.) | — SPEC.
AN — \ e EXISTING SINK(S) 2o e Y — !
| - - \ - [ - C T
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: : . N ", > :
< - = L0 == O TILE, SEE SPEC. < N L TILE, SEE SPEC. (o]l an 5 < AR = L L2 TILE, SEE SPEC.
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] . GRAB BAR ] \ [T T INSULATION/ : TR LT T ] TILE : —-—— - W EXISTING URINAL
. g ﬁ% " EPOXY COVE o H H \ . - " EPOXY COVE PROTECTION TO n S s & o, T T T T XSTING URIN
E BASE BASE EXISTING SINK(S) BASE
*RE-INSTALL EXISTING
6" EPOXY COVE
m RE-INSTALL RE-INSTALL " GRAB BARS AND TOILET
A 9-7" EXISTING TOILETS EXISTING TOILETS B >momm__w_mmm4%m__.mmx_mjzo C BASE D ACCESSORIES
*RE-INSTALL EXISTING *RE-INSTALL EXISTING
GRAB BARS AND TOILET GRAB BARS AND TOILET
ACCESSORIES ACCESSORIES
w “W\m__ = H_Io:
N P =—0——0——1——g I DEMOLITION NOTES: D d—0——0—— o I
LN LN LN . ) L 7 L L , O .
I | KEYNOTES ;
1. REMOVE AND RE-INSTALL EXISTING RESTROOM ACCESSORIES (VENDING,
/@ /@ i MIRROR, DISPENSER, DIAPER CHANGING STATION AND GRAB BARS) UNLESS @ REPLACE EXISTING CAP TO WATER LINE WITH NEW CAP THAT IS FLUSH WITH THE
| OTHERWISE NOTED. SEE INTERIOR ELEVATIONS FOR MOUNTING HEIGHTS. NEW WALL TILE.
| \ 2. REMOVE & RE-INSTALL EXISTING VERTICAL WINDOW BLINDS AT THE CONCLUSION 4
: o OF WORK. @ @ AREA TO RECEIVE NEW RESIN FLOORING. NEW FLOORING TO TERMINATE AT
i J 3. REMOVE & RE-INSTALL EXISTING TOILET FIXTURES. S EXISTING FLOOR CURB. SHOWER AREA FLOOR TO REMAIN AS IS.
T 1 == 4.  REMOVE & RE-INSTALL EXISTING SINK WITHIN THE AREA OF REMODEL. —
_ < 5. PREPARE EXISTING TILE FLOOR FOR NEW RESIN FLOORING, SEE SPEC. @ CONTINUE NEW WALL TILE AROUND CORNER ONE FULL TILE.
_ N Q 6. REMOVE EXISTING TILE WAINSCOT IN ITS ENTIRETY. PREPARE WALL FOR NEW D mH
_ TILE AND PAINT. SEE INTERIOR ELEVATIONS. ° REMOVE EXISTING MIRROR WITHIN THE SHOWER AREA AND RE-INSTALL IT ABOVE
g | === . B . S — THE SINK WITHIN THE REMODELED AREA.
— ]
_ < | DEMOLITION KEYNOTES O . e Q @ PROVIDE NEW PAINT FINISH ABOVE THE EXISTING TILE TO REMAIN. SEE
J @ | % @ REMOVE & RE-PAINT EXISTING TOILET PARTITIONS. RE-INSTALL IN EXISTING y B SCHEDULE OF FINISHES
B === LOCATION. MAINTAIN CONDUIT AND CALL BOXES THAT ARE LOCATED ON THE @/ = °
=== = PROVIDE NEW DOOR WITHIN EXISTING HOLLOW METAL FRAME.
- PARTITIONS AND ADJACENT WALLS. NOTE: TOILET PARTITIONS ARE FLOOR
I A/ | MOUNTED & OVERHEAD BRACED. Q @ PROVIDE SOLID WOOD BLOCKING BEHIND ACCESSORIES WHERE REQUIRED TO
G ACCOMMODATE THE THICKNESS OF WALL TILE/CHAIR RAIL. PAINT TO MATCH
Z20 N S REMOVE EXISTING RADIATOR. PAINT AND RE-INSTALL IN EXISTING LOCATION.
p / N i WALL COLOR.
d [ _7\\ ! =N 3 _ @ CAP EXISTING ELEC. OUTLET, SEE ELEC. DEMO PLAN. /] ! 5
o NO WORK TO BE DONE IN THIS AREA.
DEMOLITION PLAN - WOMENS RESTROOM #316 (8) EXISTING CONC. FLOOR BOLLARD TO REMAN. FLOOR PLAN - WOMENS RESTROOM #316
4 1o ° REMOVE EXISTING DOOR. 5 10
@ REMOVE EXISTING GRAB BAR. DO NOT RE-INSTALL.
*RE-INSTALL EXISTING GRAB BARS AND TOILET o4 SEE FINISH
ACCESSORIES. SEE RESTROOM STANDARDS EXISTING MTL. R T RE-INSTALL EXISTING
FOR MOUNTING HEIGHTS AND LOCATIONS FRAME, NEW DOOR EXISTING VERTICAL BLINDS
[ — P4, SEE FINISH ] o | P4, SEE FINISH o CONDUIT/OUTLETS T o - :
SCHEDULE SCHEDULE TO REMAIN
o o 7 a A
RE-INSTALL \ — RE-INSTALL EXISTING RE-INSTALL EXISTING
EXISTING TOILET N — MIRROR, SEE PLAN
PARTITIONS RE-INSTALL SAN. NAPKIN DISPENSER,
| | EXISTING TOILET I N\ N SEE KEYNOTE 7 EXISTING ELEC. RE-INSTALL EXISTING EXISTING WINDOW /
RE-INSTALL | EXISTING CONDUIT & PARTITIONS N | REPLACE EXISTING PIPE OUTLETS, SECURE P APER TOWEL DISP PANEL
EXISTING DIAPER \ CALL BOXES TO REMAIN N O\ CAP W/ A FLUSH CAP CERAMIC TILE MM M__MMQ WALL TILE ' /
CHANGER i r N : T 1L SOLID POLYMER —
ik | CERAMIC CHAIR ] N CERAMIC TILE CHAIR RAIL / 00 — -~ RE-INSTALL WINDOW SILL
RAIL, SEE SPEC. CHAIR RAIL, SEE T EXISTING SINK
S — = — ~ , SPEG — ' NS L (SEE SPEC.) L
i ™
[T T[] | - —— \\ [ I —— @ A =
. AR Lol — — —— L@ CERAMIC WALL . y : 5 CERAMIC WALL . ! LOTION & SOAP —— g — S
5 T T 11 I = o = Fo = Fo 5 1 5 - \ , ] |
< e J % T TILE, SEE SPEC. 2 . Y T TILE, SEE SPEC. < Baaa DISPENSERS \m?\r _w = x| 2 Eaaa L
- = = = = - _ 4 ) | CERAMIC WALL T ] = = 3 CERAMIC WALL wl | W
. - . . Yy, | . . - 5 : S - o
© T T ——— EPOXY COVE o, ) - EPOXY COVE © T T N . |
L] BASE L] [ BASE L] L] A
*RE-INSTALL EXISTING \
RE-INSTALL GRAB BAR IN RE-INSTALL RE-INSTALL *RE-INSTALL EXISTING 6" EPOXY COVE M,mu%ﬁm_www\_m _ﬂ_v/__mm_%\q_oZ ACCESSORIES 6" EPOXY COVE
VERTICAL POSITION, SEE EXISTING TOILETS EXISTING TOILETS GRAB BARS AND TOILET BASE BASE
A RESTROOM STANDARDS. B ACCESSORIES C D
m “W\m__ = H_Io:
SINK, MIRROR & SOAP DISP. TOILET PARTITION & GRAB BAR LOCATIONS TOILET PAPER DISP.
—
15" MIN. — SN
7 B B
SOAP DISP.
36" 6" 12" 42"
7 5 | | | | 36" MAX. .
on [} 1__ | pd
- < o =
% . GB1 GB2 . )
z O ! O =
= T N in in
i ™ ®
2 —
FLOOR MOUNTED/ 5 18"
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GENERAL ELECTRICAL DEMOLITION NOTES

A. Electrical contractor shall verify the existing conditions at the project site
before submitting cost proposal.

B. Electrical items shown in dashed lines indicate existing equipment to be
removed. Electrical items shown in solid dark lines are existing items to
remain.

C. An attempt has been made to show all devices and branch circuits. The
307 electrical contractor shall visit the site to verify devices not shown. All
307A — devices need to be removed in the demolition area unless noted on the
drawings.

D. Itis mandatory that the existing building remain in continuous and
non-interrupted operation during remodeling/altering of the existing
bldg. The specific area(s) being remodeled/altered at any scheduled
time are obviously exclusive of the statement. Services to existing bldg.
Shall be kept on continuous operation including power, lighting,
telephone, fire alarm, etc. Any absolutely necessary interruption of
these services to accomplish project construction shall be held to a
minimum, arranged with the owner through the general contractor two
(2) weeks in advance. Temporary services shall be furnished and
installed where necessary to accomplish this purpose. Temporaries
shall be removed only after new permanent services are installed, fully
operational, tested and compliant.

307D 307C

306 M 3078 S07E E. Electrical contractor shall be responsible for his own demolition,
@ | T removal, capping, storing, abandoning, disconnecting, relocating and
8| Q® reconnection of existing electrical equipment and material. All cutting,
o @ patching, repairing, replacement and refinishing, shall match the
existing construction as nearly as possible.

SPECIFIC ELECTRICAL NOTES 1-E1
305 @.b-. 308 e L :
= N o 1. Existing light fixture in this room to be removed and reinstalled after
=== o new ceiling is installed.
—EX. CES
||-|@©\ /EX. PANEL E3 2. Existing fire alarm device to be removed and reinstalled after new
o I'd s & ceiling is installed (Typical of all FA devices.)
304 351 @ 3. Existing speaker to be removed and reinstalled after new ceiling is
T B2 3b9 installed.
|_ N 4. Existing light fixtures in this room to remain as is.
I @ SEE ALTERNATE #1 5. Existing panel to remain as is.
ot T @ = . | .
® .‘T : |_ 6. Existing exit sign to be removed and reinstalled after new ceiling is
@ O ] installed.
303
222 N r': ) 7. Existing receptacle to be removed.
b 3T 8. Existing power receptacle to be removed. Cap as required.
7, &) @ 9. Remove dome lights as required. (Typical)
=2 N 312
302A /EX

SEE ALTERNATE #1

NOPIEO N
301 Bl
% |; 317 3228

301A % " N
348 _
337 0 316 - ROOF
% L NN wo ® © O 0 @ ©
f’ Q@ \ 7 —O
“, 77/
e _ |z N -
- — LR 5 LR LR |
336C NG C—J oy L L-J oy oy © o b oy '/'\ 5.2 o feat C—0 % 5.2
o 0 sssn ® B n® RO i i@ BB e
O O s o 52 . 5 5 mite B 5 e o i C-a
EE O 2a
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©
©
© ©
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SPECIFIC ELECTRICAL NOTES 1-E2
1. Existing light fixture in this room to be reinstalled after new ceiling is
installed.
2. Existing fire alarm device to be reinstalled after new ceiling is installed
(Typical of all FA devices.)
3. Existing speaker to be reinstalled after new ceiling is installed. (Typical)
. 4. Existing light fixtures in this room to remain as is.
307A T
5.  New light fixture to be fed from existing corridor lighting circuit.
6. Existing exit sign to be reinstalled after new ceiling is installed.
7. Existing Panel F3 is a Square D, NQOB Type, 100 amp, 120/208V, 3
phase. Ex. Panel F3 feeds existing office lighting.
307D 8. Existing Panel E3 is an emergency panelboard. Ex. Panel E3 is a
- Square D, NQOB Type, 100 amp, 120/208V, 3 phase, 4 wire panel with
16 available spaces. Ex. Panel E3 feeds emergency lighting in the
307C Hallways.
9. Existing Panel D3 is a Square D, NQOB Type, 225 amp, 120/208V, 3
phase, 4 wire panel. This panel appears to feed office AC outlets. Ex.
5 @ 3078 i Panel D3 to remain as is.
10. Existing Panel C3E is a Square D, NQOB Type, 100 amp, 120/208V, 3
D phase, 4 wire panel with 15 available spaces. This panel appears to
AB @ feed some office lighting, outlets in offices, office AC outlets.
. o
% \I——EX. PANEL CE3
@ \I—l—:x. PANEL E3 | (B)
A8
"0,
304 309
RO
& g
303 A4‘A
5 e
3028 } @ 312
302A EX.
PANE(L@Ds ?0
j@ . w
302 @ @
v
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% 317 . 522 3228
301A % % 8 O N s21
314 ‘O 6 6 @ B @ 323 324
337 316 319 320 o @ @ ROOF
336C @ @
f 8 4 —O M ©
@ @ @‘ : @ @ * H9 * @ ® A8350 @iex PANEL F3 228 sz 0 @ ® @
336D @ 2 3394 0] @ AB @ @ — ' AB 4(@ @ A8 5
b 8 ®_ 328 326
o & © ® H NO 0
@ 333 332 ORE: 329 327
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THESE SYMBOLS COMPRISE A STANDARD LIST; NOT ALL SYMBOLS MAY APPEAR ON THIS PROJECT. MARK FIXTURE VOLT. LAMP(S) MOUNTING MANUFACTURER REMARKS
A PR —— TYPE DIFFUSER #& WATTS | TYPE TYPE HT. NAME SERIES NO_

O, (Capital letter indicates fixture [E] FIRE ALARM MANUAL STATION e 120 2-F28W 5 SURF. WALL LIGHTOLIER MS9 2" HOUSING, ALUMINUM FINISH,
;’v','?teéhaf;w"r oo fodicntes [D] HEAT DETECTOR (RATE OF RISE) A4 LINEAR SP4.1K ELECTRONIC BALLAST < 10% THD,
fixture types. UNN NOTE 1 DIRECT/INDIRECT

[DJe HEAT DETECTOR (FIXED TEMP. ONLY) :
O+ WALL FIXTURE g 120 2-F28W 5 SURF. WALL LIGHTOLIER MS9 2" HOUSING, ALUMINUM FINISH,
ol UNITARY TYPE SMOKE DETECTOR .
@  RECESSED DOWN LIGHT FIXTURE v A8 LINEAR SP4.1K ELECTRONIC BALLAST < 10% THD,
Bp] sMoke pETECTOR UNN. NOTE 1 DIRECT/INDIRECT
] SURFACE MOUNT FIXTURE 5l DUCT SMOKE DETECTOR NOTE 1: ACCEPTABLE MANUFACTURERS - SUBMIT FOR APPROVAL.
[—1 RECESSED FIXTURE v UNV. = UNVERSAL BALLAST, SURF. = SURFACE
COMB. HEAT/SMOKE DETECTOR **EL ECTRICAL CONTRACTOR IS RESPONSIBLE FOR TRIM TYPES, COORDINATE WITH REFLECTED CELING PLANS™
BB SHADING INDICATES EMERGENCY FIXTURES :
FLOW SWITCH

BmE EMERGENCY LIGHTING W/BATTERY PACK

'@ EXIT SIGN (FACE(S) SHADED,
ARROW INDICATES CHEVRON)

e{] POLE LIGHT FIXTURE

OCCUPANCY SENSOR

<>  SINGLE POLE SWITCH
24> DOUBLE POLE SWITCH
34> THREE-WAY SWITCH
44> FOUR-WAY SWITCH
P SWTCH WTH PILOT LIGHT
k> KEY OPERATED SWITCH
ue>  MOMENTARY CONTACT SWITCH
p®> DIMMER SWITCH
76+ TIMER SWITCH
s¢> SPEED CONTROL SWITCH

PHOTO ELECTRIC CELL

LIGHTING CONTACTOR

TIME CLOCK

PUSH BUTTON STATION

EMERGENCY SHUTDOWN PUSHBUTTON
LOADCENTER OR ELECTRICAL PANEL
DISTRIBUTION PANEL

SPECIAL EQUIPMENT CABINET—AS NOTED

SWITCH BOARD SECTION

DUPLEX CONVENIENCE RECEPTACLE

ISOLATED GROUND RECEPTACLE

SPUT WIRED DUPLEX RECEPTACLE
SAFETY DUPLEX RECEPTACLE

POWER RECEPTACLE — AS NOTED
FLUSH FLOOR BOX

SPECIAL PURPOSE OUTLET OR CONNECTION
COMM/POWER POLE

COMBINATION VOICE/DATA OUTLET

INTERCOM

VOICE OUTLET
DATA OUTLET
TELEVISION OUTLET
JUNCTION BOX
BLANK OUTLET

MOTOR CONNECTION

DISCONNECT SWITCH

MAGNETIC STARTER

COMBINATION STARTER/DISCONNECT
MOTOR THERMAL SWITCH
TRANSFORMER

VARIABLE FREQUENCY DRIVE

COMBINATION VARIABLE FREQUENCY
DRIVE DISCONNECT

TERM. BOARD
HUMIDISTAT
THERMOSTAT

E@@l EEEZ@EQQ@@@ﬁumm@®@ﬂRQQ@@§|]\§|\:|§|E1|<1|L1“|

NT EILE,P?FN%E""P SEE SCHEDULES

fg% CEILING PADDLE FAN

DOUBLE DUPLEX CONVENIENCE RECEPTACLE

TAMPER SWITCH

FIRE ALARM CUT-OFF RELAY
REMOTE ANNUNCIATOR

DOOR HOLDER

FIRE ALARM CHIME/STROBE

FIRE ALARM HORN/STROBE

MINI FIRE ALARM HORN

MINI FIRE ALARM HORN/STROBE
FIRE ALARM STROBE

BELL

COMBINATION FIRE/SMOKE DAMPER

SINGLE FACE CLOCK
DOUBLE FACE CLOCK
CLOCK HANGER OUTLET
SPEAKER

VOLUME CONTROL
MICROPHONE OUTLET
AMPLIFIER

SINGLE PATIENT NURSE CALL STATION

DUAL PATIENT NURSE CALL STATION
STAFF STATION

STAFF EMERG. STATION

EMERG. SHOWER/BATH STATION
ARM/RESET STATION

MASTER STATION

CORRIDOR LAMP

ZONE LAMP

AREA CONTROL MODULE

DOOR SWITCH

SURVEILLANCE VIDEO CAMERA
SURVEILLANCE VIDEO MONITOR
SURVEILLANCE VIDEO RECORDER
SURVEILLANCE VIDEO SWITCHER
ALARM CONTROL PANEL

ALARM PANIC SWITCH

ALARM DOOR SWITCH

ALARM MOTION DETECTOR
ALARM SHUNT PAD

FREECEREE®OOOCCO PP OO o000 pin YddPERARNA DR

ALARM KEY PAD
BAA| BURGLAR ALARM ANNUNCIATOR

m CABLETRAY

TRANSIENT VOLTAGE SURGE SUPPRESSER

i SURFACE MOUNT RACEWAY

-------- ROOFTOP EQUIP. /CIRCUITING
EXISTING EQUIP. /CIRCUITING
+ GROUND

~—E~_ EMERGENCY WIRING
T~ TELEPHONE SYSTEM WIRING
%~ CLOCK SYSTEM WIRING
S~ SOUND SYSTEM WRING
~F~ FIRE ALARM SYSTEM WIRING
"\ CONDUIT IN FLOOR OR UNDERGROUND
~V~_ TELEVISION SYSTEM WIRING
vl

/\?
&

CONDUIT IN WALL OR CEILING SPACE,
CROSS MARKS INDICATE NUMBER
OF WIRES, NO MARKS INDICATE TWO
WRES. ARROWS INDICATE HOME

RUNS TO PANEL. NUMBERS
INDICATE PANEL AND CIRCUIT IN PANEL
SWITCHLEG

TRAVELER

NEUTRAL WIRE

HOT

INDICATES SEPARATE GROUND WIRE
TO BE INSTALLED IN RACEWAY

)
8 N

\
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